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is certificate applies only to
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same designation with that
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lanufacturer or responsible
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This certificate has been
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recognition.
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nly integrai reproduction of
this Certificate or

reproductionsof this page
ccompaniedby any page(s)

which are stated the tests
'ormed and the assigned

d characteristics of the
apparatus Tested, are

itted without written
n from the LOVAG

sponsible for this
Certificate.
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Certificate
of Conformity

LOVAG-Certificate No. IT 12.066

Apparatus
Three phases distribution board - Low voltage switchgear 415V (Un/Ue)-
500V (Ui) - 8kV (Uimp)- 5O/60Hz - 280A (InA)- 25kA (Icc)

Desiguation
XL3 400 - VX3 400A - HX3 250 Arr.74

Manufacturer or responsible vendor
Legrand S.n.c. - 128, Av. du Maréchal-de-Lattre-de Tassigny-
87045 Limoges Cedex (France)
Tested for: Legrand SNC
Tested by: ACAE Laboratory IB 01

The apparatus, constructed in accordance with the description mentioned in
the Test Report listed on this Certificate has been subjected to the series of
proving tests in accordance with IEC 61439-2 Ed.2.0 (2011-8)
EN 61439-2: 2011.

10.3 Degree ofprotection
10.4 C1earances and creepage distances
10.9 Dielectric properties
10.10.2.3.5 Temperature rise
10.13 Mechanical operation

The results are shown in the Test Report in accordance to LOVAG. The
values obtained and the generai performance are considered to comply with
the above Standard(s) and to justify the characteristics assigned by the
manufacturer as stated below.

IP40 - 415V (Un/Ue)- 500V (Ui) - 280A (InA)- 25kA (Icc)

This document includes: Test report No. : 12.143
Issue date: 2012.10.11

Responsible Certification Body : ACAE
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aUthOrized signatureDate: 2012.10.29
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Mutuai Recognition Agreements


